U.S. DEPARTMENT OF HOUSING AND URBAN DEVELOPMENT
. Assistant Secretary for Housing-Federal Housing Commissioner

TO: DIRECTORS, HOUSING DIVISION
DIRECTORS, MULTIFAMILY DIVISION
DIRECTORS, SINGLE FAMILY DIVISION

Serkes and Scries Number:
(Supersedes issue dated
995?

MASeBtember 18 ,N(Z)L_

973c

ISSUEDATE: October 19, 1998

' REVIEW DATE: (ctober 19, 2001

SUBJECT: L. Product

PVS Plastic Coated Steel Alr Duct

2. Name and Address Wheeling Service and Supply Company

of Manufactorer

P.O. Box 189

Woodstock, IL 60098

In the same manney,
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Data on the Ronstandard product, described herein have been reviewed by the Department of Housing
and Urban Development (HUD) and determination has been made that i is considercd suitable from a
tecimical standpoint for the wae Indicated herein. This Release does nol purpoxt bo establich a

comparative quality ax value rating for this product as compared 4 standard products potmally msed

This Majerisls Rrlease cannot be waed as an indication of endarsement, or approval by HUD of the
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endorsement by HUD s snasthorized. See Code 18, U.S.C. 709. >

USE: An air duct for perimeter heating and cooling distribution

DESCRIPTION:

PVS steel air ducts are spirally wound round ducts made of
galvanized sheet steel fused with a 4 mil thickness on the
exterior surface and 1 mil thickness on the interior surface

of poly (vinyl chloride)

diameter are made of 4 ply spiral lockseam type sheet steel.
Ducts greater than 16" to 36" diameter are 4 ply spiral lock-

seam and corrugated.

Diameters:3" through 36"

. Ducts 3" to 16" inclusive in

Lengths: Ductg are available in lengths of 3'-0 to

Minimum Thickness: R
9“
16“
24
30!!

Fittings: PVS vertical

through 8"
through 14"
through 22"
through 28"
through 36"

perimeter

reducers and elbows.

- 26 gauge -
- 24 gauge -
- 22 gauge -
- 20 gauge -
- 18 gauge -

boots, tees,

30!_0"

.0190")
.02397)
L0299
.0359")
.0419")

laterals,



LISTING:

PVS air ducts are listed and labeled as conforming to
UL 181 under Underwriter's Laboratories, Inc. follow-up
service procedures, File MH 8648.

INSTALLATION:
All installations shall be made in accordance with the
manufacturer's instructions.
1. PVS plastic coated steel air ducts shall be used
only in or under concrete floor slabs on grade.
2. Field connections shall be made with the use of

factory-made slip coupling connections, fastened
by sheet metal screws and covered with Hardcast
tape and Hardcast adhesive or equivalent. All
remaining exposed raw edges, screws or metal shall
be coated with factory-supplied, brush-applied
touch-up coating. The 9 mil 2" wide tape shall
have three wraps with 3" on each side of the
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3. The heating unit using these air ducts shall be:

a. electrical resgistance or heat pump, or auto-
matically fired gas or oil furnace;

b. cequipped with a temperature limit control
having a maximum setting of 200°F; and

C. located at or above floor level.

4. A contilnuous vapor barrier membrane shall be
installed under the slab.

5. Ducts shall be sloped at 1least 1/8" per foot
toward the plenum chamber, and the bottom of
perimeter ducts shall be no lower than the
exterior finish grade.



WARRANTY :

Wheeling Service and Supply Company guarantees this
ducting under normal use for five (5) years-  from the
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date of i1nstallation. Should any defect occur, Wheeling

Service and Supply Company will make a pro rata allow-
ance for replacement of the defective product.

MANUFACTURER'S RESPONSIBILITIES:

Issuance of this Materials Release (MR) commits the manufac-
turer to fulfill, as a minimum, the following:

1. Produce, label and certify the material, product or
system in strict accordance with the terms of this MR.

2. Provide necessary corrective action in a timely manner
for all cases of justlfled complaint, poor periormance

3. When requested, provide the Office of Consumer and
Regulatory Affairs, Manufactured Housing and Standards
Division, HUD Headquarters, with a representative list
of properties in which the material, product or system
has been used, including complete addresses or descrip-
tions of locations and dates of installation.
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ities, methods, de51gn of the product, company name,
ownership or mailing address.
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EVALUATTON:

This MR shall be valid for a period of three years from the
date of initial issuance or most recent renewal or revision,
whichever is later. The holder of this MR shall apply for
renewal or revision 90 days prior te the Review Date printed
on this MR. Submittals for renewal or revision shall be sent
to HUD Headguarters. Appropriate User Fee shall be sent to:

UJ.S. Department of Houszng and Urban Development
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Technical Suitabiii ty of Proaucts Fees
P.0O. Box 954199
St. Louis, MO 63195-4199

The holder of this MR may apply for revision at any time
prior to the Review Date. Minor revisions may be in the form
of a supplement to the MR.
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supplement constitutes a revision, the appropriate User Fee
for a revision will need to be submitted in accordance with
Code of Federal Regulations 24 CFR 200.934, "User Fee System
for the Technical Suitability of Products Program,"” and

current User Fee Schedule.

CANCELLATION:

lure to apply for a renew e
basis for cancellation of the MR.
manufacturer that the MR may be canceled when:
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1. conditions under which the document was issued have
changed so as to affect production of, or to compromise
the integrity of the accepted material, product, or
system, :

2. the manufacturer has changed its organizational form
without notifying HUD, or

3. the manufacturer has not complied with responsibilities
it assumed as a condition of HUD's acceptance.

However, before cancellation, HUD will give the manufacturer
a written notice of the specific reasons for cancellation,
and the opportunity to present views on why the MR should not
be canceled. No refund of fees will be made on a canceled
document.
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This Materials Release is issued solely for the captioned
firm, and is not transferable to any person or successor

entity.
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